
DX   STOP ARC
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EN 62606
IEC/EN 60898-1
230V~ 50Hz
Curve B & C
IP 20
AUTOTEST

3

EN 62606
IEC/EN 61009-1
230V~ 50Hz
I∆n 30mA       Type A
Curve B & C
IP 20
AUTOTEST

4 159 19/20/21/22/28/29/30/31/32 4 159 55/56/57/58/64/65/66/67/684 159 38

EN 62606
IEC/EN 60898-1
230V~ 50Hz
Curve C
IP 20
AUTOTEST
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OK

OFF

Test diélectrique
Insulation test

Isolationsprüfung
Test izolacji

OFF

LOAD (OUT)

LINE (IN)

Mini : 1.2Nm
Maxi : 2.8Nm

5.5 mm

Pz2

36 mm

Mini : 2Nm
Maxi : 2.8Nm

5.5 mm

Pz2

54 mm

1.5mm² - 16mm²

1.5mm² - 10mm²

1.5mm² - 16mm²

1.5mm² - 10mm²

ON ON

OFF

ARC

-This notice should be 
affixed near the device

-A coller près de l’appareil

-Das Haftschild in 
Gerätenähe anbringen

ARC

OK

+

+

+

-Nakleićw pobliżu 
wyłacznika
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